February 26, 2024

Applicability: Vogtle Units 3 & 4

Internal Data Fixes: N/A

Internal Release:
F2024-023
Shortened the section title length in the Vogtle Alarms format.

Generic External Release:
N/A

Plant Specific Information for Release Letter:
Vogtle Units 3 & 4
For the Alarms format, the section title length was adjusted to prevent long section title from printing into the page boards.

Testing Requirements:
Use Vogtle data
· Update formats
· Print Local Alarm procedure DWS-ARP-010.
· Verify the section title for Attachment 10 does not print into the page borders.
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Changes/Additions to User Documentation:

N/A
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ATTACHMENT 10|
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DWST CORS Demineralized Water Transfer Pmp Motor ;Failure
(DWS-YAMPO1A-A/DWS.-YA MPO1B-A).

AUTOMATIC ACTIONS
» Stops or prevents applicable DWST CORS Demineralized Water Transfer Pump from runniing

« Starts the Standby DWST CORS Demineralized Water Transfer Pump, if available, by
‘automatically swifching it to the lead pump

OPERATOR ACTIONS
1. Ensure original lead pump stopped.





