March 4 2024

Applicability: Westinghouse

Internal Data Fixes: N/A

Internal Release:
[bookmark: OLE_LINK2]B2024-014
Fixed issue where Bulleted High Level Step and Dashed Explicit And steps were missing from the step and sub-step list

Generic External Release:

	N/A

Plant Specific Information for Release Letter:

N/A – customer’s current PROMS version does not have this issue that was fixed

Testing Requirements:
Use Westinghouse data
Update Formats
Open the Symptoms and Entry Conditions section in AOP procedure AOP-320
Click on the first bulleted step and open the step properties
Verify the step type selected is Bulleted HLS
Add a new high level step after the last one, type in some text
Add two Dashed Explicit And steps
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Print the procedure and verify the spacing is like in the screenshot below
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Changes/Additions to User Documentation:

N/A
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Procedure Steps
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AOP-320 LOSS OF CIRCULATING WATER Rev.

A. PURPOSE
This procedure provides instructions to respond to a loss of CWS
cooling. [This procedure is based on the AP1000 standard plant which
is Vogfle Unit 3 and will require modification based on the actual CWS
design at each AP1000 plant ]
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