October 18, 2023				Generic

Applicability: Parent/Child ROs

Internal Data Fixes: N/A

Internal Release:
B2021-089
Depending on how Parent/Child Applicability was set up, the Child Applicability Names were not being sent to the RO Editor.  This prevented adding Child specific RO field values.

Generic External Release:
Parent / Child ROs
PROMS will now correctly display Child RO fields in the RO Editor, allowing Child Specific values to be entered.

Plant Specific Information for Release Letter:

N/A

Testing Requirements:
Use Braidwood data
· Create a new procedure in the Abnormal Procedure set
· Add a new section and add two HLS
· Set Step 1 so that it's only applicable to Unit 1
· Set Step 2 so that it's only applicable to Unit 2
· Open the RO editor
· Open the properties for the Setpoint Database and select Referenced Object Definition
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· Check the box next to Setpoint Value
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· Save and close the properties
· Edit one of the AUX FEED ROs and add a value for unit 2, leaving Unit 1 as the default value
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· Save Changes, Create New ROFST, and Update RO Values
· Add the setpoints to Step 1 (Unit 1 Applicable) and Step 2 (Unit 2 Applicable)
· Approve the procedure for Unit 2 using any revision stage.
· Once the revision stage is generated, right mouse click on the procedure in the tree and navigate to the Versions folder for Unit 2.
· Find the Revision Stage that was just generated and view the procedure.
· Verify the correct RO Value is used

Changes/Additions to User Documentation:

No changes or additions needed.
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