October 2, 2025

Applicability: Vogtle Units 3 & 4 


Internal Release Information:
[bookmark: OLE_LINK1][bookmark: OLE_LINK2]F2025-025
Added the “Attachment - Single Column Step Editor” section type to the Vogtle Two Column format

· [bookmark: _Hlk167786851][Check this box if a sql query or a data fix applies to this update].


Generic External Release:
	N/A


Plant Specific Information for Release Letter:
N/A – format under development


Testing Requirements:
Use Vogtle Units 3&4 data
· Update formats
· Expand EOP procedure ES-1.1 in the procedure tree
· Open the properties for Attachment 2
· Uncheck Print Section Number and Tiel
· Change the format to “Attachment – Single Column Step Editor”  in Attachment 2 and all of its sub-sections
· Print Attachment 2 and verify is looks like example below:

[image: A document with text and images

AI-generated content may be incorrect.]


Changes/Additions to PROMS Manual and Training Videos:
[Do not use this section – for MRV/DMJ use]
· CSM submitted for PROMS User Manual: ____________.
· CSM submitted for training videos: ____________.
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SYSTEM RESTORATION FOLLOWING SAFEGUARDS TERMINATION

“This attachment provides st of SOPs which should bé reviewed to ensure systems.
restoration following termination of Safeguards Actuation.

PRECAUTIONS AND LIMITATIONS

1. The SOPs listed inthis attachment are NOT intended to be all inclusive. The [Shift
Manager] should augment this list based on plant conditions.

2. Refer To system specific SOP Precautions and Limitations
INTIAL CONDITIONS

1. Refer To system specific SOP Initlal Conditions.
PROCEDURE

1. Perform the applicable attachments from the SOPs to restore systems as
necessary for current or expected plant conditions:

« 3BDS-SOP-001 (Steam Generator Blowdown System)

« 3.CCS-SOP-001 (Gomponent Cooling Water System)
+ 3.DAS-SOP-001 (Diverse Actuaton System)

« 3FWS-SOP.001 (Main Fasdwater System)

« 3FWS-SOP.002 (Starup Feedwater System)
«3PCS-S0PL001 (Passive Containment Cooling System)
 3PXSSOP.0D1 (Passive Core Cooling System)

«/ 3RNS-SOP-001 (Normal Residual Heat Removal System)

« 3.SFS-SOP.001 (Spent Fuel Pool Cooling System)

+ 3.SWS-SOP-001 (Service Waler System)

«73.VBS-50P.001 (Nuclear Isand Non-Radioactive Ventiation System)

‘+._ 3:VES'SOP-001 (Main Control Room Emergency Habitabilly System)
o 3-VLS-SOP-001 (Containment Hydrogen Control System)

- END OF ATTACHMENT -





