March 14, 2024

Applicability: Commanche Peak

Internal Data Fixes: N/A

Internal Release:
F2024-044
Underline the Note tabs in the Commanche Peak ERG format.

Generic External Release:
N/A

Plant Specific Information for Release Letter:
Commanche Peak
Commanche Peak ERG format
Note tabs will now be underlined

Testing Requirements:
Use Commanche Peak data
· Update formats
· Open to step 5 of EOP-0.0 in the ERG Master
· Verify the Note tab is underlined.
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· Print the procedure and verify the Note tab is underlined
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Changes/Additions to User Documentation:

N/A
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CAUTION: A Safety Injection actuation will affect normal egress from the
Containment Building. Attachment 9 of this procedure provides
instructions to evacuate personnel from the Containment during a
Safety Injection actuation."

NOTE:  Attachment 2 is required to be completed hefore FRGs are implemented
urless directed by this procedure

© 5 Iniiate Proper Safenuards Equipment
Operation Per Attachment 2
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2 Check If Sl Is Actuated: 2. Checkif Slis required:
« Sl actuation as indicated on the « Steam Line Pressure less
First Out Annunciator 1-ALB-6C than 610 psig.
o Sl Actuated biue status light - ON. o Pressurizer Pressure less
than 1820 psig

« Containment Pressure greater
than 3.0 psig.

IE Slis reqired, THEN manually
actuate S from efther handswitch.

IF S1is NOT required, THEN go to
EOS-0 1A, REACTOR TRIP
RESPONSE, Step 1

b. Verify Both Trains SI Actuated: b. Manually Actuate S|.

« Sl Actuated blue status light - ON.
NOT FLASHING

A Safety Injection actuation will affect nomal egress from the
Containment Bulding. Attachment § of this procedure provides

instructions to evacuate personnel from the Containment during a Safety
Injection actuation.

NOTE:  Attachment 2is required to be completed before FRGs are implemented
unless directed by this procedure.

5 Initiate Proper Safequards Equipment
Operation Per Attachment 2





